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Mt. Diablo Unified School District 

Purchasing Department 

2326 Bisso Lane 

Concord, CA 94520 

(925) 825-7440, ext. 3740 

(925) 687-5044 fax 

 

 

ADDENDUM NO.: 1 

 

DATE:   March 28, 2019 

 

PROJECT: Restroom Renovation at Westwood Summer 2019  

 

BID #   1830 

 

BID Due Date:    04/04/2019 at 10:00 a.m. 
 

NOTICE TO ALL CONTRACTORS SUBMITTING BIDS FOR THIS WORK AND TO ALL PLAN 

HOLDERS:   

You are hereby notified of the following changes, clarifications or modifications to the original Contract Documents, 

Project Manual, Drawings, Specifications and subsequent Addenda. This Addendum shall supersede the original 

Contract Documents, and previous Addenda wherein it contradicts the same and shall take precedence over anything 

to the contrary therein. All other conditions remain unchanged. It is the responsibility of the Contractor to notify all 

sub-contractors from who he accepts bids for all changes in the drawings and specifications covering this project.  

Receipt of this addendum shall be acknowledged by inserting the addendum number and its date on the bid form. 

CONFORMANCE WITH CONTRACT DOCUMENTS, PROJECT MANUAL DRAWINGS AND 

SPECIFICATIONS: 

All addenda work shall be in strict conformance with the Contract Documents, Project Manual, Drawings and 

Specifications as they pertain to work of a similar nature. 

 

REVISIONS/CLARIFICATIONS TO THE BID DOCUMENTS AND SPECIFICATIONS  

 

Q #1 Would you consider a substitution of a 

Machflow Dryer as an approved equal? 

 

A #1 No substitutions are allowed on this project.  

R #1 Restroom Renovation at Westwood 

Elementary School – Itemized 

Instructions 

 

 Attached:  

 Itemized Instructions – 1 page 

R #2 Asbestos & Lead Paint Survey Report – 

Westwood 

 

 Report attached. 

R #3 Bidder’s Statement Regarding Insurance 

Coverage 

 

 Form attached. 

R #4 Equal Employment Opportunity 

Compliance Certificate 

 

 Form attached. 

A = Answer, Q = Question, R = Revision/Clarification to Bid 

 

Elizabeth McClanahan 

Director of Purchasing and Warehouse 

 

END OF ADDENDUM 1 
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ADDENDUM # 1 – 3/27/2019 
    

Notice is hereby given to all prospective bidders that plans and specifications on the subject project 
are modified as hereinafter set forth.  This ADDENDUM shall be included to and form a part of the 
FINAL plans and specifications issued by the District.   
It is the responsibility of all bidders to notify all subcontractors from whom they request bids and from 
whom they accept bids of all instructions & clarifications contained in this ADDENDUM. 
 
 
 
PROJECT TITLE:    BID 1830 Restrooms Renovation at Westwood Elementary School 
 
OWNER:         Mt Diablo Unified School District 
 
 
ITEMIZED INSTRUCTIONS : 
 
 
ADD 1.1 Clarification – Daltile Wall tiles ( field)  BEIGE P401 12”x24” – Polished 
 
ADD 1.2 Attached Hazmat report 
 
 
Attachment: 
 

1) Hazmat Report Westwood Elementary  
 
 

 
 
 
 
 
Dinah Baharin 
Project Manager 
PHD ARCHITECTS INC. 

 
 

 
 
 
 



                                  Enviro-S.T.A.R.                                              
Environmental - Safety, Training And Resources, Inc.

219f Edison Ave., Ste. I, San Leandro, CA 94577

ASBESTOS & LEAD PAINT SURVEY REPORT

Westwood Elementary School
1745 West Street
Yard Restrooms

Concord, CA 94521

Prepared for:

Melanie Koslow
Mount Diablo Unified School District

Asst. Program Manager 
Maintenance Operations and Facilities

1480 Gasoline Alley
Concord, California  94520-4823 

Enviro-S.T.A.R. Project No. 19-2635
March 21,  2019

Prepared by:

                                                                
Ralph P. Guzman

Certified Asbestos Consultant #93-0965

Telephone: (510) 568-5996                                                                                                  Fax: (510) 568-7993
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Westwood Elementary School
1745 West Street
Yard Restrooms

Concord, CA 94521

1.0 Introduction

Enviro-STAR, Inc., is pleased to submit the Asbestos-Containing Materials (ACM’s) and Lead Paint
survey conducted at Westwood Elementary School, located at 1745 West Street, Concord, CA 94521.
The survey was performed in what is identified as the “yard restrooms” scheduled for renovation. 
The survey was conducted on March 21, 2019.

2.0 Asbestos Sampling Methodology

Representative asbestos bulk sample was collected from the material identified above.  Sampling of
the suspected ACM was performed in a manner that is consistent with industry standards.  The
samples were collected using hand tools which are routinely decontaminated between each sampling
to prevent cross contamination.  The individual  samples were placed into a separate, clean ziploc
sample bags and assigned a unique sample identification number.  The number and type of sample
collected was chosen in a “manner sufficient to determine” asbestos content for the materials subject
to being disturbed during the renovation and reconstruction activities.

Many building materials are often comprised of inseparable or associated layers.  Examples of this
type are multiple vinyl floor tile layers, mastics, adhesives, linoleum and paper backings.  For these
types of samples, the laboratory analyzes and provides a result for each separate layer.

3.0 Asbestos Laboratory Analytical Methods

Material identification of the suspect asbestos samples was performed by Micro Analytical
Laboratories, Inc., 5900 Hollis St., Ste., M, Emeryville, CA  94608, using Polarized Light Microscopy
with Dispersion Staining (PLM/DS) in accordance with the U.S. EPA  "Method for the Determination
of Asbestos in Bulk Building Materials" (EPA-600/R-93/116, July, 1993). 

4.0 Interpretation of Results

None Detected
When "None Detected" appears on a report, it means that asbestos was not observed and that, if
present, it exists in concentrations less than the limit of reliable detection (< 1%) and/or the fiber
dimensions are too small for accurate optical microscopic resolution by normal PLM methodology.

Trace Asbestos

Reported results are the microscopist’s visual estimate by area of asbestos concentration.  These
estimates are then formulated into results given in percent of asbestos by weight.  Results for
heterogeneous samples examined by component are reported as a composite.  For example, if
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sheetrock joint compound percentage was 2-3% asbestos, the composite result may be reported as
<1% (Trace), asbestos for the sheetrock system.  The lower limit of reliable detection for the PLM
method is 1%.  Samples which contain more than 1% asbestos are reported in 1% ranges.  

Samples which contain asbestos in a concentration lower than the limit of reliable detection (<1%)
are reported as <1% (Trace) asbestos.  For a lower limit of detection, “point counting” gravimetry is
used.  This method is described below.

Point Counting

Bay Area Air Quality Management District (BAAQMD) require point counting results to be reported
on their removal notifications for certain materials with PLM results of less than 10% asbestos or
assume these materials are ACM.  Point counting is conducted by the EPA Method 600/R-93/116 or
600/M4-82-020.  This method involves ashing the sample in a furnace and then re-weighing it to
determine the amount of material lost on ignition.  Acidified water is added and the sample is
ultrasonicated to break up solid materials.  This material is then filtered, dried, weighed and the filter
residue is then analyzed by PLM.  Laboratory protocol states that the limit of detection for point
counting using 1000 points, is 0.10 area estimates.  This point count is then multiplied by the
reduction factor (RF) to obtain the actual percentage of asbestos.  Percentage levels of 0.1% or greater 
up to 1%,  are considered to be Asbestos Containing Construction Materials (ACCM) by Cal/OSHA. 

5.0 Asbestos Material Categories

Federal regulations provide “categories” to classify asbestos material types.  In California, Air Quality
Management Districts require ACM be listed by category in their notification forms.  Table 1 below,
which provides the asbestos sampling results, also provides categories for these materials. 

The Regulated Asbestos Containing Material (RACM) category designation is for friable asbestos,
sprayed on or troweled-on surfacing, fireproofing or thermal system insulation (TSI).

The Category I designation is used for non-friable materials such as: tar based roofing, mastics,
putties, paints, vinyl floor tile and resilient sheet flooring (excepting the friable paper backing). Note
that Vinyl Floor Tile is considered to be rendered friable by some mechanical removal or demolition
means. 

The Category II designation is used for certain other types of non-friable materials such as: Transite
pipe and panels, cementitious products, gaskets, clapboard, siding shingles, or any non-friable
materials that would be rendered friable by mechanical means during removal.  Category I materials
may be demolished in place depending upon the means of demolition. 

6.0 Asbestos Laboratory Results

According the laboratory analysis results (see Table I) all of the sampled materials were identified as
None Detect for asbestos.
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TABLE I
ASBESTOS SAMPLING RESULTS

Sample No. Location Description Quantity Asbestos
Results

NESHAP
Category

0321-01 Girls restroom / Wall Stucco finish n/a ND n/a

0321-02 Boys restroom / Wall Stucco finish n/a ND n/a

Footnotes:
Method of Analysis - (PLM) Polarized Light Microscopy EPA/600/R-93/116, 1993.
ND - None Detected

7.0 Lead-Based Paint Survey & Laboratory Analytical Results

Two (2) representative paint chip samples were collected from the  painted doors and door frames,
see Table II, below. The samples were delivered to Micro Analytical Laboratories, Inc., 5900 Hollis
St., Ste. M, Emeryville, CA 94608, and analyzed by Flame Atomic Absorption Spectrometry with
EPA's  "Standard Operating Procedures for Lead in Paint by Hotplate - or - Microwave-based Acid
digestion and Atomic Absorption or Inductively Coupled Plasma Emission Spectrometry" (1991),
EPA/600/B-91/213, NDIS Document No. PB92-114172.  

According to the laboratory results one of the samples was identified as Lead-Based Paint. California
Department of Public Health (CDPH) defines  LBP as  "paint or other surface coatings that contain
an amount of lead equal to, or in excess of one milligram per square centimeter (1.0 mg/cm2) or more
than half of one percent (0.5%) by weight or 5,000 ppm (parts per million)". The other was identified
as Lead-Containing Paint (LCP).

TABLE II
PAINT CHIP SAMPLE RESULTS

Sample
No.

Location Description Results
   Weight 
 Percent (%)         ppm 

0321-01b Girls restroom door Beige Paint 0.075 750
LCP

0321-02b  Boys restroom, door frame Blue Paint 1.4 14,000 
LBP

Footnotes:
A. Method of Analysis - Flame Atomic Absorption Spectrometry with EPA's  "Standard Operating

Procedures for Lead in Paint by Hotplate - or - Microwave-based Acid digestion
and Atomic Absorption or Inductively Coupled Plasma Emission Spectrometry"
(1991), EPA/600/B-91/213, NTIS Document No. PB92-114172.

LCP - Lead-Containing Paint
LBP - Lead-Based Paint
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Additionally, a sample of ceramic wall tile was collected from the girls & boys restrooms and
analyzed for the presence of lead which is reported in Table III, below

TABLE III
CERAMIC TILE SAMPLE RESULTS

Sample
No.

Location Description Results
ppm

TTLC

0321-03b Girls/Boys restroom walls /
Ceramic tile

White /Beige Tile 77 ppm
>50 ppm, STLC must be

performed

STLC

0321-03b Girls/Boys restroom walls /
Ceramic tile

White /Beige Tile Results 
3.5 mg/L

Footnotes:
A. Method of Analysis - Flame Atomic Absorption Spectrometry with EPA's  "Standard Operating

Procedures for Lead in Paint by Hotplate - or - Microwave-based Acid digestion
and Atomic Absorption or Inductively Coupled Plasma Emission Spectrometry"
(1991), EPA/600/B-91/213, NTIS Document No. PB92-114172.

STLC result , 5.0 mg/L, hence, not a California Restricted Hazardous Waste.

8.0 Conclusions and Recommendations:

Asbestos:

• Asbestos was not detected on any of the materials tested.

Lead-Based Paint:

• Lead-Based Paint was detected on the deteriorated door. frame paint.  Lead-
Containing Paint was identified on restroom doors. The removal and LBP stabilization
must be conducted by California Department of Public Health (CDPH) certified
personnel in accordance with Title 17, California Code Of Regulations, Division 1,
Chapter 8, Accreditation, Certification, and Work Practices, For Lead-Based Paint and
Lead Hazards. We recommend the collection of baseline wipe samples, sight-
surveillace during the disturbance of the LBP, and final wipe clearances at the
conclusion of the abatement work.

• Cal/OSHA regulates the disturbance of all detectible levels of lead (LCP & LBP)
under Title 8, CCR Section 1532.1 Lead in Construction. Additionally, California
Department of Toxic Substances Control (DTSC) requires lead coated materials
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exceeding 50 ppm to undergo additional analytical procedures to characterize the
waste to determine if it is construction, state or federal waste. The ceramic tile in both
restrooms was analyzed as containing77 ppm. The ceramic tile was re-analyzed for
STLC, and according to the lab the result was less than 5.0 mg/L, hence, not a
hazardous waste and may be disposed of as construction waste..

Should you have any questions of require further assistance, please do not hesitate to contact me at
(925) 285-3717.

Sincerely,

Ralph P. Guzman
BS, IH
Certified Asbestos Consultant (#93-0965)
CDPH I/PM #232
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DOCUMENT 00 73 16 

 

BIDDER’S STATEMENT REGARDING INSURANCE COVERAGE 

 

To Be Submitted with Bid 
 

 

 

BIDDER HEREBY CERTIFIES that the Bidder has reviewed and understands the insurance coverage requirements specified 

in the Notice to Bidders for  

 

 BID# 1830 – RESTROOM RENOVATION AT WESTWOOD SUMMER 2019 
 

Should the Bidder be awarded the contract for the work, Bidder further certifies that the Bidder can meet the specified 

requirements for insurance, including insurance coverage of the subcontractors, and agrees to name the Mt. Diablo Unified 

School District, it’s Board Members, Employees and agents and then State of California as Additional Insured for the 

work specified on the Additional Insured Endorsement Form. 

 

The Additional Insured Endorsement Form must accompany the Certificate of Insurance.  Such names for the Additional 

Insured Endorsement Form are as follows:  Form CG2010, Form A, Form B, or an “additional blanket” form.  

 

 

__________________________________________________________ 

Name of Bidder (Person, Firm, or Corporation) 

 

__________________________________________________________ 

Signature of Bidder’s Authorized Representative 

 

__________________________________________________________ 

Name & Title of Authorized Signature 

 

__________________________________________________________ 

Date of Signing 

 

 

 

 

END OF DOCUMENT 
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DOCUMENT 00 73 36 

 

EQUAL EMPLOYMENT OPPORTUNITY COMPLIANCE CERTIFICATE 

To be Submitted with Bid 

 

 

BID# 1830 – RESTROOM RENOVATION AT WESTWOOD SUMMER 2019 

 

 

Equal Opportunity Clause 

Unless exempted by rules, regulations or orders of the Secretary of Labor issued pursuant to Executive Orders 10925, 11114 

or Section 204 of Executive Order 11246 of September 24, 1965, during the performance of each contract with the Mt. Diablo 

Unified School District, the Contractor agrees as follows: 

 

1. The contractor will not discriminate against any employee or applicant for employment because of race, color, 

religion, gender, national origin or political affiliation.  The contractor will take affirmative action to ensure that 

applicants are employed and that employees are treated during employment, without regard to their race, color, 

religion, gender, national origin or political affiliation.  Such action shall include, but not be limited to the 

following: employment upgrading, demotion or transfer, recruitment or recruitment advertising, layoff or 

termination, rates of pay or other forms of compensation, and selection for training, including apprenticeship.  

The contractor agrees to post in conspicuous places, available to employees and applicants for employment, 

notices to be provided by the contracting officer setting forth the provisions of this nondiscrimination clause. 

 

2. The contractor will, in all solicitations or advertisements for employees, placed by or on behalf of the contractor, 

state that all qualified applicants will receive consideration for employment without regard to race, color, 

religion, gender, national origin or political affiliation. 

 

3. The contractor will send to each labor union or representative of workers with which he as a collective bargaining 

agreement or other contract or understanding, a notice to be provided by the agency contracting officer, advising 

the labor union or the workers’ representative of the contractors’ commitments under Section 202 of Executive 

Order 11246 of September 24, 1965, and shall post copies of the notice in conspicuous places available to 

employees and applicants for employment. 

 

4. The contractor will comply with all provisions of Executive Order 11246 of September 24, 1965, and the rules, 

regulations and relevancy orders of the Secretary of Labor. 

 

5. The contractor will furnish all information and reports required by Executive order 11246 of September 24, 

1965, and by the rules, regulations and relevant orders of the Secretary of Labor, or pursuant thereto, and will 

permit access to his books, records and accounts by the contracting agency and the Secretary of Labor for 

purposes of investigation to ascertain compliance with such rules, regulations and orders. 

 

6. In the event of the contractor’s non-compliance with the non-discrimination clauses of this subcontract or with 

any of such rules, regulations or orders, this subcontract may be canceled, terminated or suspended, in whole, 

or in part and the contractor may be declared ineligible for further government contracts in accordance with the 

procedures authorized in accordance with Executive Order 11246 of September 24, 1965, and such other 

sanctions may be imposed and remedies invoked as provided in Executive Order 11246 of September 24, 1965, 

or by rule, regulation or order of the Secretary of Labor, or otherwise provided by law. 

 

7. The contractor will include the provisions of Paragraphs (1) through (7) in every subcontract or purchase order 

unless exempted by rules, regulations or orders of the Secretary of Labor issued pursuant to Section 204 of 

Executive Order 11246 of September 24, 1965, so that such provisions will be binding upon each Subcontractor 

or vendor.  The contractor will take such action with respect to any subcontract or purchase order as the 

contracting agency may direct as a means of enforcing such provisions including sanctions for non-compliance.  

Provided, however, that in the event the contractor becomes involved in, or is threatened with litigation with a 
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subcontractor or vendor as a result of such direction by the contracting agency, the contractor may request the 

United States to enter into such litigation to protect the interest of the United States. 

 

 

Certification on Non-Segregated Facilities 
The contractor hereby certifies that it does not or will not maintain segregated facilities not permit its employees to work at 

locations where facilities are segregated on the basis of race, color, religion, gender, national origin or political affiliation. 

 

 

 

 

__________________________________  ______________________________ 

                      Name of Firm    Authorized Signature 

 

 

__________________________________ 

                            Date 

 

 

END OF DOCUMENT 

 


